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UNITED STATES

NUCLEAR REGULATORY COMMISSION
REGION I

4T5ALLENDALE ROAD
KING OF PRUSSIA. PA 19406.1415

March 4, 2OIl

George H. Gellrich, Vice President
Calvert Cliffs Nuclear Power Plant, LLC
Constellation Energy Nuclear Group, LLC
1650 Calvert Cliffs Parkway
Lusby, Maryland 20657 -47 02

SUBJECT: ANNUAL ASSESSMENT LETTER FOR CALVERT CLIFFS NUCLEAR POWER
PLANT (REPORT 05000317/201 0001 AND 0s000318t2010001 )

Dear Mr. Gellrich:

On February 9,2011, the Nuclear Regulatory Commission (NRC) completed its end-of-cycle
performance review of Calvert Clitfs Nuclear Power Plant (Calvert Clitfs), Units 1 and 2. The
NRC reviewed the most recent quarterly performance indicators (Pls) in addition to inspection
resufts and enforcement actions from January 1,2010, through December 31, 2010. This letter
informs you of the NRCs assessment of your facility during this period and its plans for future
inspections at your facility. This performance review and enclosed inspection plan do not
include security information. A separate letter will include the NRCs assessment of your
performance in the Security Cornerstone and its security-related inspection plan.

The NRC determined that overall, Calvert Cliffs Units 1 and 2 operated in a manner that
preserved public health and safety and met all cornerstone objectives. The NRC determined
the performance at Calvert Cliffs Unit 1 during the most recent quarter was within the Licensee
Response column of the NRCs Reactor Oversight Process (ROP) Action Matrix, because all
inspection findings had very low (i.e., green) safety significance, and all Pls indicated that your
performance was within the nominal, expected range (i.e., green). Therefore, the NRC plans to
conduct ROP baseline inspections at Calvert Cliffs Unit 1, The NRC determined the
performance at Calvert Cliffs Unit 2 during the most recent quarter was within the Regulatory
Response column of the NRCs ROP Action Matrix because of one finding having low to
moderate (i.e., white) safety significance in the Mitigating Systems cornerstone, and all Pls
indicated that your performance was within the nominal, expected range (i.e., green). The
finding involved the failure to develop and implement scheduled preventative maintenance for
safety-related time delay relays that are used in the protective logic for the 28 Emergency
Diesel Generator (EDG). This resulted in a failure of the time delay relay which caused the 28
EDG to trip prematurely when called upon to energize the 24.4 kV safety bus during an event on
February 18,2010.

On February 11,2011, your staff notified the NRC of your readiness for us to conduct a
supplemental inspection to review the actions taken to address the performance issues.
Therefore, in addition to ROP baseline inspections, the NRC plans to conduct a supplemental
inspection in accordance with Inspection Procedure 95001, "lnspection for One or Two White
f nputs in a Strategic Performance Area," beginning on March 16,2011, at Calvert Cliffs Unit 2.
This inspection procedure will be conducted to provide assurance that the root cause and
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contributing causes of the risk significant performance issues are understood, the extent of
condition is identified, and the corrective actions are sufficient to prevent reoccurrence.

The enclosed inspection plan lists the inspections scheduled through June 30, 2012. Routine
inspections performed by resident inspectors are not included in the inspection plan. The
inspections listed during the last nine months of the inspection plan are tentative and may be
revised at the mid-cycle performance review. The NRC provides the inspection plan to allow for
the resolution of any scheduling conflicts and personnel availability issues. The NRC will
contact you as soon as possible to discuss changes to the inspection plan should
circumstances warrant any changes.

f n accordance with 10 CFR 2.390 of the NRC's "Rules of Practice," a copy of this letter will be
available electronically for public inspection in the NRC Public Document Room or from the
Publicly Available Records (PARS) component of NRC's document system (ADAMS). ADAMS
is accessible from the NRC Web site at http://www.nrc.qov/readinq-rm/adams.html (the Public
Electronic Reading Room).

Please contact Glenn Dentel of my staff at 610-337-5233 with any questions you have regarding
this letter.

Sincerely,

Docket Nos. 50-317. 50-318
License Nos. DPR-53, DPR-54

Enclosure: Calvert Cliffs lnspection / Activity Plan

cc w/encl: Distribution via ListServ
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Please contact Glenn Dentel of my staff at 610-337-5233 with any questions you have regarding
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Sincerely,

/RA/
Darrell J. Roberts, Director
Division of Reactor Projects

Docket Nos. 50-317, 50-318
License Nos. DPR-53, DPR-54

Enclosure: Calvert Clitfs Inspection / Activity Plan
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